
 



   

  Lowest

Monthly %

Turbidity (NTU) TT No more than 1 NTU* A= 99 No
* Representative samples Less than 0.3 NTU in B= 100 No Soil runoff

of f iltered w ater 95% monthly samples

Regulated Contaminant Test Results
Contaminant Report Date  of

[code] (units) Level Sample

Radioactive Contaminants
Alpha emitters

[4000] (pCi/L) 15 0 B= 0.7 0.7 to 0.7 Feb-12 No

Combined radium 5 0 B= 0.8 0.8 to 0.8 Feb. 12 No
(pCi/L)

Inorganic Contaminants
Arsenic A= 0.7 0.7 to 0.7 Feb. 15 No
[1005]  (ppb) 10 N/A

Barium A= 0.017 0.017 to 0.017 Feb. 15 No
[1010]  (ppm) 2 2 B= 0.2 0.2 to 0.2 Apr. 15 No

Copper [1022] (ppm) AL = C= 0.038 0.001 to 0.049 Sep-14 No
sites exceeding action level 1.3 1.3

0 (90th %ile)

Fluoride A= 0.6 0.6 to 0.6 Feb-15 No
[1025]  (ppm) 4 4 B= 1.01 1.01 to 1.01 Apr. 15 No

Lead [1030] (ppb) AL = C= 4.400 0.00 to 13 Sep-14 No
sites exceeding action level 15 0

0

#DIV/0! (90th %ile)

Nickel  (ppb) N/A N/A A= 2.2 2.2 to 2.2 Feb. 15 No
(US EPA remanded MCL in 
Feb 1995)
Nitrate A= 0.7 0.7 to 0.7 Dec.-15 No
[1040]  (ppm) 10 10 B= 0.24 0.24 to 0.24 Mar. 15 No

Disinfectants/Disinfection Byproducts and Precursors
Total Organic Carbon (ppm) TT* N/A A= 1.00 1 to 1 2015 No

TT* N/A B= 1.01 1 to 1.66 N/A No

(lowest avg)

Chlorine MRDL MRDLG C= 1.00 0.56 to 1.46 Daily No

(highest avg)

(ppm) = 4 = 4

HAA   (ppb) (Stage 2) C= 18 3.5 to 35 2015 No

[Haloacetic acids]  B= 38 15 to 55 N/A No

A= 54 13 to 77 2015 No

TTHM   (ppb) (Stage 2) C= 57 19.7 to 108.1 2015 No

[total trihalomethanes] 80 N/A B= 43.825 8 to 73 N/A No

A= 46 13.1 to 55.3 2015 No

Water additive used to control 
microbes.

Byproduct of drinking water 
disinfection

Naturally present in 
environment.

N/A

Runoff from fertilizer use; 
leaching from septic tanks, 
sewage; erosion of natural 
deposits

The data presented in this report are from the most recent testing done in accordance with administrative regulations in 401 KAR Chapter 8. As authorized 
and approved by EPA, the State has reduced monitoring requirements for certain contaminants to less often than once per year because the concentrations 
of these contaminants are not expected to vary significantly from year to year. Some of the data in this table, though representative, may be more than one 
year old. Unless otherwise noted, the report level is the highest level detected.

A=Mt.Sterling Water & Sewer     B=Cave Run Water Commission    C= Jeffersonville Water
Allowable
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Levels

Corrosion of household 
plumbing systems

Corrosion of household 
plumbing systems

0.669

0.12

Drilling wastes; metal 
refineries; erosion of natural 
deposits

Natural erosion, runoff from 
orchards or glass and elctonics 
production wastes

Contaminant
   Highest Single 

Measurement
Violation     Likely Source of Turbidity

(measured as ppm, but 
reported as a ratio)

(monthly ratios)

60 N/A

*Monthly ratio is the % TO C removal achieved to the % TO C removal required. Annual average of the monthly ratios must be 1.00 or 
greater for compliance.

Byproduct of drinking water 
disinfection

MCL MCLG Range of Detection Violation
Likely Source of 
ContaminationSo

ur
ce

Erosion of natural deposits

Erosion of natural deposits

Water additive which 
promotes strong teeth



The Jeffersonville Water System received two violations in 2015. 

Our water system violated one or more drinking standards over the past year.  Although these were not 

emergencies, you have the right to know what happened and what we did to correct these situations.  

1) The Jeffersonville Water System received a violation in June of 2015, in regards to the submission of 

our monthly operating report.  The system is required to send an operating report to the Division of 

Water by the 10th of each month, reflecting the month prior.  In April of 2015, the Division of Water did 

not receive Jeffersonville’s Water Report until May 20, 2015.  This made the report 10 days late 

reaching the Division of Water.  Our office and staff have and will work diligently to prevent this type of 

problem from occurring in the future.  

 

2) The Jeffersonville Water System received another violation in July of 2015, in regards to the submission 

of our monthly operating report.  The system is required to send an operating report to the Division of 

Water by the 10th of each month reflecting the month prior.  In May of 2015, the Division of Water did 

not receive Jeffersonville’s Water Report until July 1, 2015.  This thereby made the report 20 days late 

reaching the Division of Water.  Our office and staff have and will work diligently to prevent this type of 

problem from occurring in the future.  

These are reporting violations only and did not pose any immediate health risk.  If it had, you would have 

been notified immediately and there is nothing you need to do at this time.  Seeking alternative supplies of 

water is not necessary or suggested.  For more information, contact Travis McKinney at 859‐498‐5808 or 

PO Box 127, Jeffersonville, KY 40337. 

Please share this information with all other people who drink this water, especially those who may not 

have received this notice directly, for example (people in apartments, nursing homes, schools, businesses, 

etc.).  You can do this by posting this notice in a public place or distributing copies by hand or mail. 

This report is being published in the Mt. Sterling Advocate, in place of mailing to individual customers.  

Additional copies are available at our office, located 225 HWY 213 South, Jeffersonville, KY 40337.  They 

will also be mailed by request or by visiting the following link: 

https://wris.ky.gov/downloads/ccr/2015/KY0870212_2015_CCR.pdf 


