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Hikes Point BPS 1975 A/G Masonry Small Central 1990 2005 2035 14 3 4 1.33 4 5 4 3 3 3 3.07 Next Rehab No Issue No Issue 3.00 2 Redundant/Twin/TableTop 0.5 1.0 3.07 2 2 2 2 2 2 2 2 0 1.333333333
Blankenbaker BPS 1995 U/G Steel Medium East 2010 2025 2055 34 3 3 2 3 3 3 3 3 3 2.65 No Issue No Issue No Issue 3.45 2 Redundant/Twin/TableTop 0.5 1.0 2.65 2 2 2 2 2 2 2 2 2 2 2 2 2
Blevins Gap H-BPS 1995 U/G Steel Medium Central 2010 2025 2055 34 3 3 2 3 3 3 3 3 3 2.65 No Issue No Issue No Issue 0.14 1 Single Source 1.0 1.0 2.65 2 2 2 2 2 2 2 2 2
Curry Crossing H-BPS 1996 U/G Steel Medium East 2011 2026 2056 35 3 3 2 3 3 3 3 3 3 2.65 No Issue No Issue No Issue 0.24 1 Single Source 1.0 1.0 2.65 2 2 2 2 2 2 2 2 2
Oak Point H-BPS 1999 U/G Concrete South 2014 2029 2059 38 3 3 2 3 3 3 3 3 3 2.65 No Issue No Issue No Issue 0.16 1 Single Source 1.0 1.0 2.65 2 2 2 2 2 2 2 2 2
Parkridge BPS 1993 U/G Steel Large Central 2008 2016 2053 32 3 3 2 3 3 3 3 3 3 2.65 No Issue No Issue No Issue 0.63 1 Single Source 1.0 1.0 2.65 2 2 2 2 2 2 2 2 2 2 2 2 2
Pleasure Ridge BPS 1981 A/G Masonry Large Central 1996 2011 2041 20 3 3 2 3 3 3 3 3 3 2.65 No Issue No Issue No Issue 3.87 2 Primary/Major 0.75 1.5 3.98 2 2 2 2 2 2 2 2 2 2 2 2 2
Mitchell Hill H-BPS 1995 U/G Steel Medium Central 2010 2025 2055 34 2 2 2 3 3 3 3 3 3 2.47 No Issue No Issue No Issue 0.14 1 Single Source 1.0 1.0 2.47 2 2 2 2 2 2 2 2 2
KT-3 BPS 2000 A/G Masonry Small South 2015 2030 2060 39 3 3 2 3 2 2 3 3 3 2.35 No Issue No Issue No Issue 1.16 2 Single Source 1.0 2.0 4.70 2 2 2 2 2 2 2 2 2
Peaceful Valley BPS 2000 U/G Steel Medium South 2015 2030 2060 39 2 2 2 3 3 2 2 3 3 2.32 No Issue No Issue No Issue 1.74 2 Redundant/Twin/TableTop 0.5 1.0 2.32 2 2 2 2 2 2 2 2 2 2 2 2 2
Smyrna BPS 1967 A/G Masonry Large Central 1982 1997 1999 2027 6 2 3 2 3 2 2 3 3 3 2.27 No Issue No Issue No Issue 16.10 5 Primary/Major 0.75 3.8 8.51 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2
Westport Transfer 860 2002 A/G Masonry Large Central 2017 2032 2062 41 2 3 2 2 2 2 2 3 2.18 No Issue No Issue No Issue 50.00 5 Primary/Major 0.75 3.8 8.19 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2
Finley Hill BPS 1973 U/G Steel Small Central 1988 2003 2009 2033 12 2 3 2 2 2 2 3 2 2 2.15 No Issue No Issue No Issue 0.60 1 Single Source 1.0 1.0 2.15 2 2 2 2 2 2 2 2 2
Cedar Grove IP BPS 2001 U/G Steel Medium South 2016 2031 2061 40 1 2 2 2 2 2 4 4 2 2.12 No Issue No Issue No Issue 3.00 2 Single Source 1.0 2.0 4.24 2 2 2 2 2 2 2 2 2 2 2 2 2
Jefferson Forest BPS 1995 U/G Steel Medium Central 2010 2025 2055 34 2 2 2 2 2 2 3 3 3 2.12 No Issue No Issue No Issue 0.72 1 Redundant/Twin/TableTop 0.5 0.5 1.06 2 2 2 2 2 2 2 2 2
Rams Run BPS 2007 U/G Steel Medium South 2022 2037 2067 46 2 2 2 2 2 2 3 3 3 2.12 No Issue No Issue No Issue 1.17 2 Single Source 1.0 2.0 4.24 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2
Weavers Run BPS 2007 U/G Steel Medium South 2022 2037 2067 46 2 2 2 2 2 2 3 3 3 2.12 No Issue No Issue No Issue 1.40 2 Single Source 1.0 2.0 4.24 2 2 2 2 2 2 2 2 2
Westport Transfer 770 2002 A/G Masonry Large Central 2017 2032 2062 41 2 3 2 2 2 2 2 2 3 2.12 No Issue No Issue No Issue 10.00 3 Primary/Major 0.75 2.3 4.77 2 2 2 2 2 2 2 2 2
Billtown BPS 2003 U/G Steel Medium East 2018 2033 2063 42 2 2 2 2 2 2 3 3 2 2.10 No Issue No Issue No Issue 3.00 2 Single Source 1.0 2.0 4.20 2 2 2 2 2 2 2 2 2 2 2 2 2
Sugartree BPS 2004 U/G Steel Medium South 2019 2034 2064 43 2 2 2.11 2 2 2 3 2 2 2.09 No Issue No Issue No Issue 1.80 2 Primary/Major 0.75 1.5 3.13 2 2 2 2 2 2 2 2 2 2 3 2.333 2.111111111
Aiken  BPS 2000 U/G Steel Large East 2015 2030 2060 39 2 2 2 3 2 2 2 2 3 2.07 No Issue No Issue No Issue 3.00 2 Redundant/Twin/TableTop 0.5 1.0 2.07 2 2 2 2 2 2 2 2 2 2 2 2 2
HWY 22 BPS 2001 U/G Steel Medium East 2016 2031 2061 40 3 2 1.33 2 2 2 4 4 3 2.07 No Issue No Issue Next Rehab 3.00 2 Redundant/Twin/TableTop 0.5 1.0 2.07 2 2 2 2 2 2 2 2 0 1.333333333
Stoneridge Landing H-BPS 1999 U/G Steel Medium East 2014 2029 2059 38 2 2 2 2 2 2 2 2 3 2.02 No Issue No Issue No Issue 0.14 1 Single Source 1.0 1.0 2.02 2 2 2 2 2 2 2 2 2
Bearcamp  BPS 2005 A/G Pre-Fab Small Central 2020 2035 2065 44 2 2 2 2 2 2 2 2 2 2.00 No Issue No Issue No Issue 0.87 1 Single Source 1.0 1.0 2.00 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2
Forest Hill H-BPS 2005 U/G Steel Medium South 2020 2016 2035 2065 44 2 2 2 3 2 1 2 3 2 2.00 No Issue No Issue No Issue 0.14 1 Single Source 1.0 1.0 2.00 2 2 2 2 2 2 2 2 2
Oakwood H-BPS 2005 U/G Steel Medium South 2020 2035 2065 44 2 2 2 2 2 2 2 2 2 2.00 No Issue No Issue No Issue 0.14 1 Single Source 1.0 1.0 2.00 2 2 2 2 2 2 2 2 2
Old Henry BPS 2009 U/G Steel Large East 2024 2039 2069 48 2 2 2 2 2 2 2 2 2 2.00 No Issue No Issue No Issue 6.80 3 Redundant/Twin/TableTop 0.5 1.5 3.00 2 2 2 2 2 2 2 2 2 2 2 2 2
Overlook Acres BPS 2012 U/G Steel Large South 2027 2042 2072 51 2 2 2 2 2 2 2 2 2 2.00 No Issue No Issue No Issue 0.02 1 Single Source 1.0 1.0 2.00 2 2 2 2 2 2 2 2 2
Pleasure Ridge II  BPS 2010 U/G Steel Medium Central 2025 2040 2070 49 2 2 2 2 2 2 2 2 2 2.00 No Issue No Issue No Issue 1.40 2 Redundant/Twin/TableTop 0.5 1.0 2.00 2 2 2 2 2 2 2 2 2
Ponderosa BPS 2012 U/G Steel Small South 2027 2042 2072 51 2 2 2 2 2 2 2 2 2 2.00 No Issue No Issue No Issue 0.10 1 Single Source 1.0 1.0 2.00 2 2 2 2 2 2 2 2 2
Southpark BPS 2013 U/G Steel Large Central 2028 2043 2073 52 2 2 2 2 2 2 2 2 2 2.00 No Issue No Issue No Issue 6.80 3 Redundant/Twin/TableTop 0.5 1.5 3.00 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2
Tucker Station BPS 2009 U/G Steel Large East 2024 2039 2069 48 2 2 2 2 2 2 2 2 2 2.00 No Issue No Issue No Issue 6.80 3 Redundant/Twin/TableTop 0.5 1.5 3.00 2 2 2 2 2 2 2 2 2 2 2 2 2
Gelhaus BPS 2004 A/G Pre-Fab Small East 2019 2034 2064 43 3 4 1 2 2 2 2 3 2 1.98 No Issue No Issue No Issue 1.68 2 Redundant/Twin/TableTop 0.5 1.0 1.98 2 2 2 2 2 2 2 2 0 0 1
Holsclaw Hill BPS 2007 A/G Pre-Fab Small Central 2022 2037 2067 46 2 2 1.33 2 2 2 4 4 2 1.97 No Issue No Issue No Issue 0.13 1 Single Source 1.0 1.0 1.97 2 2 2 2 2 2 2 2 0 1.333333333
Lonesome Hollow BPS 2004 U/G Steel Small South 2019 2034 2064 43 2 2 1.33 2 2 2 4 2 3 1.89 No Issue No Issue No Issue 0.12 1 Single Source 1.0 1.0 1.89 2 2 2 2 2 2 2 2 0 1.333333333
Millers BPS 2010 U/G Steel Medium South 2025 2040 2070 49 2 2 1.33 2 2 2 3 3 2 1.87 No Issue No Issue No Issue 1.50 2 Single Source 1.0 2.0 3.73 2 2 2 2 2 2 2 2 0 1.333333333
North-South Summitt BPS 2014 U/G Steel Small South 2029 2044 2074 53 1 2 2 2 2 1 2 2 2 1.82 No Issue No Issue No Issue 0.06 1 Single Source 1.0 1.0 1.82 2 2 2 2 2 2 2 2 2
Kenwood Hill BPS 1997 U/G Steel Medium Central 2012 2027 2057 36 2 2 1.33 2 2 2 3 2 2 1.82 No Issue No Issue No Issue 1.20 2 Single Source 1.0 2.0 3.63 2 2 2 2 2 2 2 2 0 1.333333333
Nichols Hill BPS 2014 U/G Steel Small Central 2029 2044 2074 53 2 1 2 2 2 2 1 1 2 1.80 No Issue No Issue No Issue 0.06 1 Single Source 1.0 1.0 1.80 2 2 2 2 2 2 2 2 2
Martin Hill BPS 2004 U/G Steel Medium Central 2019 2034 2064 43 2 2 1.33 2 2 2 2 2 3 1.79 No Issue No Issue No Issue 1.30 2 Redundant/Twin/TableTop 0.5 1.0 1.79 2 2 2 2 2 2 2 2 0 1.333333333
Chamberlain BPS 2002 U/G Steel Large East 2017 2032 2062 41 2 2 1.33 2 2 2 2 2 2 1.77 No Issue No Issue No Issue 4.50 2 Redundant/Twin/TableTop 0.5 1.0 1.77 2 2 2 2 2 2 2 2 0 1.333333333
HWY 245 BPS 2018 U/G Steel Medium South 2033 2048 2078 57 2 2 1.33 2 2 2 2 2 2 1.77 No Issue No Issue No Issue 1.50 2 Single Source 1.0 2.0 3.53 2 2 2 2 2 2 2 2 0 1.333333333
Minor BPS 2011 A/G Masonry Large Central 2026 2041 2071 50 1 1 1 2 2 2 2 2 2 1.47 No Issue No Issue No Issue 32.30 5 Primary/Major 0.75 3.8 5.51 2 2 2 2 2 2 2 2 0 0 1
Salt River BPS 2015 U/G Steel Large South 2030 2045 2075 54 2 1 2 1 1 1 1 1 1 1.43 No Issue No Issue No Issue 7.92 3 Redundant/Twin/TableTop 0.5 1.5 2.15 2 2 2 2 2 2 2 2 2 2 2 2 2
I-64 BPS 2011 A/G Masonry Large East 2026 2041 2071 50 1 1 0.8 2 2 2 2 2 2 1.40 No Issue No Issue No Issue 20.00 5 Single Source 1.0 5.0 7.00 2 2 2 2 2 2 2 2 0 0 0.8
Brooks Hill  BPS 2015 U/G Steel Medium South 2030 2045 2075 54 1 1 2.08 1 1 1 1 1 1 1.38 No Issue No Issue No Issue 3.56 2 Single Source 1.0 2.0 2.76 2 2 3 2.333 2 2 2 2 2 2 2 2 2 2 2 2 2.083333333
Cedar Grove South BPS 2015 U/G Steel Medium South 2030 2045 2075 54 1 1 2 1 1 1 1 1 2 1.37 No Issue No Issue No Issue 5.28 3 Redundant/Twin/TableTop 0.5 1.5 2.06 2 2 2 2 2 2 2 2 2 2 2 2 2
Oak Hill BPS 2018 U/G Steel Medium Central 2033 2048 2078 57 1 1 2 1 1 1 1 1 2 1.37 No Issue No Issue No Issue 1.44 2 Single Source 1.0 2.0 2.74 2 2 2 2 2 2 2 2 2
Belmont BPS 2021 A/G Pre-Fab Large South 2036 2051 2081 60 1 1 2 1 1 1 1 1 1 1.35 No Issue No Issue No Issue 17.28 5 Redundant/Twin/TableTop 0.5 2.5 3.38 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2
Cabin Creek BPS 2020 U/G Steel Medium South 2035 2050 2080 59 1 1 2 1 1 1 1 1 1 1.35 No Issue No Issue No Issue 1.35 2 Single Source 1.0 2.0 2.70 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2
Whitney Young BPS 2019 A/G Pre-Fab Large East 2034 2049 2079 58 1 1 2 1 1 1 1 1 1 1.35 No Issue No Issue No Issue 16.70 5 Single Source 1.0 5.0 6.75 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2
Frey's Hill BPS 1967 A/G Masonry Large East 1982 1997 2014 2027 6 1 2 1 1 1 1 1 1 2 1.12 No Issue No Issue No Issue 15.60 5 Primary/Major 0.75 3.8 4.20 2 2 2 2 2 2 2 2 0 0 1
Rollingwood H-BPS 1971 U/G Concrete Central 1986 2001 2020 2031 10 1 2 1 1 1 1 1 1 1 1.10 No Issue No Issue No Issue 0.19 1 Single Source 1.0 1.0 1.10 2 2 2 2 2 2 2 2 2 2 2 2 2
Bethany BPS 2018 A/G Pre-Fab Large Central 2033 2048 2078 57 1 1 1.08 1 1 1 1 1 1 1.03 No Issue No Issue No Issue 11.52 4 Redundant/Twin/TableTop 0.5 2.0 2.06 1 1 2 1.333 1 1 1 1 1 1 1 1 1 1 1 1 1.083333333
Chapeze BPS 2012 A/G Masonry Large South 2027 2042 2072 51 1 1 0.8 1 1 1 1 1 1 0.93 No Issue No Issue No Issue 14.30 4 Primary/Major 0.75 3.0 2.79 2 2 2 2 2 2 2 2 0 0 0 0.8

No Issue WQ-Only 1 New, Excellent Pumping Unit = Pump, Motor, VFD/Soft Start, Check Valve/Pump Control Valve
A/G Pre-Fab Large 45 Years Vault 1 New, Excellent Immediate 1= <1MGD Emergency/Fire-Only 2 Minor wear, Normal PM
A/G Pre-Fab Small 60 Years Bldg 2 Minor wear, Normal PM Next Rehab 2= 1-5MGD Redundant/Twin/TableTop 3 Moderate Wear; minor parts needs repair/replace/rehab
A/G Masonry Large 3 Moderate Wear; minor parts needs repair/replace/rehab 3= 5-10MGD Primary/Major 4 Significant Deterioration, Major Units needs repair/rehab
A/G Masonry Small 4 Significant Deterioration, Major Units needs repair/rehab 4= 10-15MDG Single Source 5 Unserviceable; needs replaced
U/G Steel Large 5 Unserviceable; needs replaced 5= >15MGD 1 High Priority/No Redundancy
U/G Steel Medium 0.5 Medium Priority/Partial Redundancy
U/G Steel Small Follows "Law of Fives" 0.1 Low Priority/Full Redundancy Elsewhere
U/G Concrete Coatings

1 New, Excellent
2 Minor Corrosion, <10%, Localized Areas, or Initial Failure modes
3 Moderate Corrosion; <33%, Widespread 
4 Significant Corrosion; >50%, Start of metal loss
5 Failed; Metal Loss

Pumping Unit 6
Mechanical Detailed Condition Assessment

Anticipated Project Years Pumping Unit 1 Pumping Unit 2Risk MultiplierOther Issue CoF
Overall Condition Assessment Scores (1-5; 1=New)

Pumping Unit 3 Pumping Unit 4 Pumping Unit 5
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Collier PRV 2014 Concrete Vault Large South 2029 2044 2074 53 2 2 4 4 2 2 2 3 3 2.87 No Issue No Issue No Issue 6.71 3 Redundant/Twin 0.5 1.5 4.31 2 2 2 2 2 2 2 2 4
Green Manor  PRV 1967 Concrete Vault Small Central 1982 1997 2027 6 2 3 2 3 0 0 0 3 0 2.32 No Issue No Issue No Issue 4.00 2 Emergency/Fire-Only 0.25 0.5 1.16 2 2 2 2 0 2
Greenmere PRV 2009 Concrete Vault Large East 2024 2039 2069 48 2 2 2.33 2 0 0 0 3 2 2.26 No Issue No Issue No Issue 8.49 3 Primary/Major 0.75 2.25 5.08 2 2 3 2.333 2 2 3 2.333 2.333333333
Orchard Lake PRV 2009 Concrete Vault Large Central 2024 2039 2069 48 2 3 2 2 0 0 0 2 0 2.16 No Issue No Issue No Issue 4.00 2 Single Source 1.0 2 4.32 2 2 2 2 2
Old Henry PRV 2006 Concrete Vault Small East 2021 2036 2066 45 3 2 2 2 0 0 0 2 3 2.15 No Issue No Issue No Issue 8.00 3 Emergency/Fire-Only 0.25 0.75 1.62 2 2 2 2 2
Knob Creek PRV 2007 Concrete Vault Large Central 2022 2037 2067 46 2 2 2 3 0 0 0 3 2 2.15 No Issue No Issue Next Rehab 5.00 2 Emergency/Fire-Only 0.25 0.5 1.08 2 2 2 2 2 2 2 2 2
Johnson Hollow PRV 2007 Concrete Vault Large South 2022 2037 2067 46 2 2 2 2 0 0 0 3 2 2.08 No Issue No Issue Next Rehab 4.47 2 Redundant/Twin 0.5 1 2.08 2 2 2 2 2 2 2 2 2
Castleman Branch PRV 2007 Concrete Vault Large South 2022 2037 2067 46 2 2 2 2 0 0 0 2 4 2.06 No Issue No Issue No Issue 6.32 3 Emergency/Fire-Only 0.25 0.75 1.55 2 2 2 2 2 2 2 2 2
Granger PRV 2012 Steel Vault Central 2027 2042 2057 36 2 2 2 2 2 2 2 2 2 2.00 No Issue No Issue No Issue 8.96 3 Single Source 1.0 3 6.00 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2
Hollyvilla PRV 2012 Steel Vault Central 2027 2042 2057 36 2 2 2 2 2 2 2 2 2 2.00 No Issue No Issue No Issue 8.98 3 Single Source 1.0 3 6.00 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 0 2
Hunters Ridge ECV 2009 Steel Vault East 2024 2039 2054 33 2 2 2 2 2 2 2 2 2 2.00 No Issue No Issue No Issue 11.31 4 Primary/Major 0.75 3 6.00 2 2 2 2 2 2 2 2 2
Ironwood PRV 2007 Concrete Vault Large South 2022 2037 2067 46 2 2 2 2 0 0 0 2 2 2.00 No Issue No Issue No Issue 8.00 3 Single Source 1.0 3 6.00 2 2 2 2 2
Bayberry PRV 1976 Concrete Vault Large East 1991 2006 2014 2036 15 2 2 2 2 0 0 0 2 2 2.00 No Issue No Issue No Issue 12.00 4 Redundant/Twin 0.5 2 4.00 2 2 2 2 2
Beckley Station ECV 2012 Steel Vault East 2027 2042 2057 36 2 2 2 2 2 2 2 2 2 2.00 No Issue No Issue No Issue 11.31 4 Redundant/Twin 0.5 2 4.00 2 2 2 2 2 2 2 2 2
English Station ECV 2012 Steel Vault East 2027 2042 2057 36 2 2 2 2 2 2 2 2 2 2.00 No Issue No Issue No Issue 14.42 4 Redundant/Twin 0.5 2 4.00 2 2 2 2 2 2 2 2 2
LJ Old Boston PRV 2014 Concrete Vault Large South 2029 2044 2074 53 2 2 2 2 2 2 2 2 2 2.00 No Issue No Issue No Issue 4.00 2 Single Source 1.0 2 4.00 2 2 2 2 2
Springdale PRV 2014 Concrete Vault Large East 2029 2044 2074 53 2 2 2 2 0 0 0 2 2 2.00 No Issue No Issue No Issue 11.49 4 Redundant/Twin 0.5 2 4.00 2 2 2 2 2 2 2 2 2 2 2 2 2
Eastwood-Fisherville Rd ECV 2012 Steel Vault East 2027 2042 2057 36 2 2 2 2 2 2 2 2 2 2.00 No Issue No Issue No Issue 10.00 3 Redundant/Twin 0.5 1.5 3.00 2 2 2 2 2 2 2 2 2
Wolf Pen Lane PRV 2013 Concrete Vault Large East 2028 2043 2073 52 2 2 2 2 2 2 2 2 2 2.00 No Issue No Issue No Issue 8.49 3 Redundant/Twin 0.5 1.5 3.00 2 2 2 2 2 2 2 2 0 2
Cedar Creek ECV 2009 Steel Vault South 2024 2039 2054 33 2 2 2 2 2 2 2 2 2 2.00 No Issue No Issue No Issue 4.47 2 Redundant/Twin 0.5 1 2.00 2 2 2 2 2 2 2 2 2

Chillicoop PRV (Offline) 2011 Concrete Vault Small South 2026 2041 2071 50 2 2 2 2 0 0 0 0 0 2.00 No Issue No Issue No Issue 12.00 4 Emergency/Fire-Only 0.25 1 2.00 2 2 2 2 2
Quaker PRV 2002 Concrete Vault Small Central 2017 2032 2062 41 2 2 2 2 2 2 2 2 2 2.00 No Issue No Issue No Issue 2.00 1 Single Source 1.0 1 2.00 2 2 2 2 0 2
Zoneton PRV 2002 Concrete Vault Large Central 2017 2032 2062 41 2 2 2 2 0 0 0 2 2 2.00 No Issue No Issue No Issue 4.47 2 Redundant/Twin 0.5 1 2.00 2 2 2 2 2 2 2 2 0 2
Hayfield PRV 2009 Concrete Vault Large East 2024 2039 2069 48 2 2 2 2 0 0 0 2 2 2.00 No Issue No Issue No Issue 8.49 3 Emergency/Fire-Only 0.25 0.75 1.50 2 2 2 2 2 2 2 2 2
Keiths Hollow (Offline) 2007 Concrete Vault Large South 2022 2037 2067 46 2 2 2 2 0 0 0 2 2 2.00 No Issue No Issue No Issue 6.32 3 Emergency/Fire-Only 0.25 0.75 1.50 2 2 2 2 2 2 2 2 2
Pumpkin PRV Concrete Vault Large South 15 30 60 -1961 2 2 0 2 2 2 2 2 2 2.00 No Issue No Issue No Issue 6.32 3 Emergency/Fire-Only 0.25 0.75 1.50 0 0 0
Maple Spring PRV 2015 Concrete Vault Small Central 2030 2045 2075 54 2 2 2 2 0 0 0 2 0 2.00 No Issue No Issue No Issue 2.83 2 Emergency/Fire-Only 0.25 0.5 1.00 2 2 2 2 2 2 2 2 2
River Bluff ECV (design) Steel Vault East 15 30 45 -1976 2 2 0 2 2 2 2 2 2 2.00 No Issue No Issue No Issue 0.00 0 0 0 0.00 0 0 0 0
Sugartree ECV 2021 Steel Vault Central 2036 2051 2066 45 2 2 0 2 2 2 2 2 2 2.00 No Issue No Issue No Issue 0.00 0 Emergency/Fire-Only 0.25 0 0.00 2 2 2 2
Brooks Hill PRV 1995 Concrete Vault Large South 2010 2025 2055 34 1 2 2 2 2 0 0 3 3 1.99 No Issue No Issue No Issue 6.32 3 Single Source 1.0 3 5.96 2 2 2 2 2 2 2 2 2
Buckman PRV 2013 Steel Vault South 2028 2043 2058 37 1 2 2 2 2 2 3 2 2 1.97 No Issue No Issue No Issue 8.72 3 Redundant/Twin 0.5 1.5 2.96 2 2 2 2 2 2 2 2 2 2 2 2 2
2nd St.  PRV 2012 Steel Vault South 2027 2042 2057 36 1 2 2 3 1 1 3 2 2 1.72 No Issue No Issue No Issue 8.49 3 Redundant/Twin 0.5 1.5 2.58 2 2 2 2 2 2 2 2 2
Cow Branch PRV 2017 Concrete Vault Large Central 2032 2047 2077 56 1 1 2 2 0 0 0 2 1 1.69 No Issue No Issue No Issue 6.71 3 Single Source 1.0 3 5.08 2 2 2 2 2 2 2 2 2
Cheri Village PRV 1997 Concrete Vault Small Central 2012 2027 2057 36 2 2 1.33 2 0 0 0 0 3 1.64 No Issue No Issue Next Rehab 4.00 2 Single Source 1.0 2 3.29 1 1 2 1.333 1.333333333
Hurstbourne PRV 1980 Building Central 1995 2020 2010 2040 19 2 2 0 1 1 1 2 1 2 1.38 No Issue No Issue No Issue 8.00 3 Redundant/Twin 0.5 1.5 2.08 1 1 1 1
Cedar Grove PRV 2019 Concrete Vault Large South 2034 2049 2079 58 1 1 2 1 1 1 1 1 1 1.35 No Issue No Issue No Issue 8.49 3 Emergency/Fire-Only 0.25 0.75 1.01 2 2 2 2 2 2 2 2 2
Faithful PRV 2015 Concrete Vault Small Central 2030 2045 2075 54 2 1 1 1 0 0 0 2 0 1.21 No Issue No Issue No Issue 4.00 2 Emergency/Fire-Only 0.25 0.5 0.60 1 1 1 1 0 1
Constantine PRV 2018 Steel Vault East 2033 2048 2063 42 1 1 1.5 1 1 1 1 1 1 1.18 No Issue No Issue No Issue 11.49 4 Redundant/Twin 0.5 2 2.35 1 1 1 1 1 1 1 1 1 1 1 1 1.5
Prospect 770 PRV 2018 Steel Vault East 2033 2048 2063 42 1 1 1 1 1 1 1 1 1 1.00 No Issue No Issue No Issue 17.09 5 Primary/Major 0.75 3.75 3.75 1 1 1 1 1 1 1 1 1 1 1 1 1
Old Hwy 1793 PRV 2018 Steel Vault East 2033 2048 2063 42 1 1 1 1 1 1 1 1 1 1.00 No Issue No Issue No Issue 11.49 4 Primary/Major 0.75 3 3.00 1 1 1 1 1 1 1 1 1 1 1 1 1
Prospect 680 PRV 2018 Steel Vault East 2033 2048 2063 42 1 1 1 1 1 1 1 1 1 1.00 No Issue No Issue No Issue 11.34 4 Primary/Major 0.75 3 3.00 1 1 1 1 1 1 1 1 1 1 1 1 1
Rose Island PRV (680) 2018 Steel Vault East 2033 2048 2063 42 1 1 1 1 1 1 1 1 1 1.00 No Issue No Issue No Issue 8.72 3 Redundant/Twin 0.5 1.5 1.50 1 1 1 1 1 1 1 1 1 1 1 1 1
Wolf Pen Woods PRV 2018 Steel Vault East 2033 2048 2063 42 1 1 1 1 1 1 1 1 1 1.00 No Issue No Issue No Issue 8.72 3 Redundant/Twin 0.5 1.5 1.50 1 1 1 1 1 1 1 1 1 1 1 1 1
Harrods Cove PRV 2021 Steel Vault East 2036 2051 2066 45 1 1 1 1 1 1 1 1 1 1.00 No Issue No Issue No Issue 4.00 2 Redundant/Twin 0.5 1 1.00 1 1 1 1 1 1 1 1 1 1 1 1
Cardinal Harbour PRV 2018 Concrete Vault Large East 2033 2048 2078 57 1 1 1 1 0 0 0 1 1 1.00 No Issue No Issue No Issue 8.50 3 Emergency/Fire-Only 0.25 0.75 0.75 1 1 1 1 1 1 1 1 1 1 1 1 1
Tanglewood PRV 2020 Concrete Vault Large South 2035 2050 2080 59 1 1 0 1 0 0 0 1 1 1.00 No Issue No Issue No Issue 6.32 3 Emergency/Fire-Only 0.25 0.75 0.75 1 1 1 1 1 1 1 1
Moser Farm PRV 2019 Concrete Vault Small East 2034 2049 2079 58 1 1 0 1 0 0 0 1 0 1.00 No Issue No Issue No Issue 2.83 2 Emergency/Fire-Only 0.25 0.5 0.50 1 1 1 1 1 1 1 1

0 0 0 0.00
0 0 0 0.00
0 0 0 0.00
0 0 0 0.00

No Issue 1 New. Excellent
Concrete Vault Large 45 Years Steel 1 New, Excellent Immediate Driveway 1= 1-3inch WQ-Only 2 Minor wear, Normal PM
Concrete Vault Small 15 yrs 30 yrs 60 Years Conc Vaul 2 Minor wear, Normal PM Next Rehab Vault 2= 4-6inch Emergency/Fire-Only 3 Moderate Wear; minor parts needs repair/replace/rehab
Steel Vault 3 Moderate Wear; minor parts needs repair/replace/rehab 3= 7-9inch Redundant/Twin 4 Significant Deterioration, Major Units needs repair/rehab
Building 4 Significant Deterioration, Major Units needs repair/rehab 4=10-12inch Primary/Major 5 Unserviceable; needs replaced

5 Unserviceable; needs replaced 5=>12inch Single Source
0 N/A 1 High Priority/No Redundancy

Mechanical Other = flow meter, valves, misc mech 0.75 Med Hi Priority/Min Redundancy
Coatings 0.5 Medium Priority/Half Redundancy

1 New, Excellent 0.25 Med Lo Priority/Occassional use redundancy
2 Minor Corrosion, <10%, Localized Areas, or Initial Failure modes Manual Input 0.1 Low Priority/Full Redundancy Elsewhere

Ranking:  PoF 1st, then by overall BRE

Control Valve Unit 5 Control Valve Unit 6
Overall Condition Assessment Scores (1-5; 1=New, 0=N/A) Mechanical Detailed Condition Assessment

Anticipated Project Years Other Issue CoF Risk Multiplier Control Valve Unit 1 Control Valve Unit 2 Control Valve Unit 3 Control Valve Unit 4
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Overall 
Mechanical 

Condition 
Assessment 

Score

NS Long Run Park MM (current 
project to replace 2020) 1985 Concrete Vault East 1995 #N/A 2005 #N/A 2015 #N/A 2000 2015 2045 24 4 4 3 3 4 4 0 4 4 3.58 No Issue No Issue No Issue 4.24 2 Primary/Major 0.75 1.5 5.37 3 3 3 3 3 3 3 3 3
WS Clark Station MM (current 
project to replace 2021) 2002 Concrete Vault East 2012 #N/A 2022 2021 2032 2027 2017 2032 2062 41 3 4 3 3 4 4 0 4 4 3.49 No Issue No Issue No Issue 4.24 2 Redundant/Twin 0.5 1 3.49 3 3 3 3 3 3 3 3 3
NN Browningtown MM 2001 Concrete Vault South 2011 #N/A 2021 #N/A 2031 2029 2016 2031 2061 40 3 3 3 3 3 3 0 3 3 3.00 No Issue No Issue No Issue 5.66 2 Primary/Major 0.75 1.5 4.50 3 3 3 3 3 3 3 3 3
Taylorsville Waterworks Old 
Heady MM 2006 Concrete Vault East 2016 #N/A 2026 2021 2036 2033 2021 2036 2066 45 2 2 3 2 0 0 0 3 0 2.63 No Issue Next Rehab Next Rehab 5.66 2 Primary/Major 0.75 1.5 3.95 3 3 3 3 3
NN Hwy 245 MM 2012 Concrete Vault South 2022 #N/A 2032 2029 2042 2041 2027 2042 2072 51 3 2 2 2 2 2 3 3 3 2.20 No Issue No Issue Immediate 5.66 2 Primary/Major 0.75 1.5 3.30 2 2 2 2 2 2 2 2 2
LJ Collings Hill MM 2012 Concrete Vault South 2022 #N/A 2032 2029 2042 2041 2027 2042 2072 51 2 2 2 2 2 2 2 2 2 2.00 No Issue No Issue No Issue 4.00 1 Single Source 0 0 0.00 2 2 2 2 2
LJ Old Boston MM 2014 Concrete Vault South 2024 2023 2034 2029 2044 2041 2029 2044 2074 53 2 2 2 2 2 2 2 2 2 2.00 No Issue No Issue No Issue 4.24 2 Redundant/Twin 0.5 1 2.00 2 2 2 2 2 2 2 2 2
Taylorsville Hwy 155 MM 2012 Steel Vault East 2022 2021 2032 2027 2042 2039 2027 2042 2057 36 2 1 2 2 2 2 2 2 2 1.90 No Issue No Issue No Issue 8.49 3 Primary/Major 0.75 2.25 4.28 2 2 2 2 2 2 2 2 2
Ft. Knox MM 2014 Concrete Vault South 2024 2023 2034 2029 2044 2041 2029 2044 2074 53 2 2 1 2 2 2 0 2 2 1.63 No Issue No Issue No Issue 3.06 1 Primary/Major 0.75 0.75 1.22 1 1 1 1 1 1 1 1 1

Mt. Washington Bardstown MM 2015 Steel Vault Central 2025 2025 2035 2031 2045 2043 2030 2045 2060 39 1 1 1 1 1 1 1 2 1 1.05 No Issue No Issue No Issue 11.31 4 Emergency/Fire-Only 0.25 1 1.05 1 1 1 1 1 1 1 1 1
HCWD 2 Battle Training MM 2014 Building South 2024 2023 2034 2029 2044 2041 2029 2044 2074 53 1 1 1 1 1 1 1 1 2 1.02 No Issue No Issue No Issue 14.14 5 Primary/Major 0.75 3.75 3.83 1 1 1 1 1 1 1 1 1
HCWD 1 West Point MM 2015 Steel Vault South 2025 2023 2035 2035 2045 2041 2030 2045 2060 39 1 1 1 1 1 1 1 1 2 1.02 No Issue No Issue No Issue 7.21 3 Primary/Major 0.75 2.25 2.30 1 1 1 1 1 1 1 1 1
Shelbyville Old Finchville MM 2019 Steel Vault East 2029 2027 2039 2039 2049 2045 2034 2049 2064 43 1 1 1 1 1 1 1 1 1 1.00 No Issue No Issue No Issue 11.31 4 Primary/Major 0.75 3 3.00 1 1 1 1 1 1 1 1 1
LJ Pine Tavern MM 2018 Concrete Vault South 2028 2023 2038 2035 2048 2047 2033 2048 2078 57 1 1 1 1 1 1 1 1 1 1.00 No Issue No Issue No Issue 8.49 3 Primary/Major 0.75 2.25 2.25 1 1 1 1 1 1 1 1 1
LJ Main Street MM 2016 Steel Vault South 2026 2023 2036 2035 2046 2041 2031 2046 2061 40 1 1 1 1 1 1 1 1 1 1.00 No Issue No Issue No Issue 8.25 3 Primary/Major 0.75 2.25 2.25 1 1 1 1 1 1 1 1 1
WS Buck Creek MM 2019 Steel Vault East 2029 2027 2039 2039 2049 2045 2034 2049 2064 43 1 1 1 1 1 1 1 1 1 1.00 No Issue No Issue No Issue 8.49 3 Primary/Major 0.75 2.25 2.25 1 1 1 1 1 1 1 1 1
NS Aiken MM 2017 Steel Vault East 2027 2027 2037 2033 2047 2045 2032 2047 2062 41 1 1 1 1 1 1 1 1 1 1.00 No Issue No Issue No Issue 5.66 2 Primary/Major 0.75 1.5 1.50 1 1 1 1 1 1 1 1 1
Taylorsville Bardstown MM 2019 Steel Vault East 2029 2027 2039 2039 2049 2045 2034 2049 2064 43 1 1 1 1 1 1 1 1 1 1.00 No Issue No Issue No Issue 5.66 2 Primary/Major 0.75 1.5 1.50 1 1 1 1 1 1 1 1 1
WS Shelbyville Rd/Hwy 60 MM 2017 Steel Vault East 2027 2027 2037 2033 2047 2045 2032 2047 2062 41 1 1 1 1 1 1 1 1 1 1.00 No Issue No Issue No Issue 5.66 2 Redundant/Twin 0.5 1 1.00 1 1 1 1 1 1 1 1 1
Mt. Washington Hwy 44 MM 2016 Concrete Vault South 2026 2023 2036 2035 2046 2041 2031 2046 2076 55 1 1 0 1 0 0 0 1 0 1.00 No Issue No Issue No Issue 4.00 1 Single Source 0 0 0.00 0 0

No Issue 1 New. Excellent
Concrete Vault East 2021 2023 2019 45 Years Vault 1 New, Excellent Immediate 1= 1-3inch WQ-Only 2 Minor wear, Normal PM
Steel Vault South 2027 2029 2025 60 Years Bldg 2 Minor wear, Normal PM Next Rehab 2= 4-6inch Emergency/Fire-Only 3 Moderate Wear; minor parts needs repair/replace/rehab
Building Central 2033 2035 2031 3 Moderate Wear; minor parts needs repair/replace/rehab 3= 7-9inch Redundant/Twin 4 Significant Deterioration, Major Units needs repair/rehab

2039 2041 2037  4 Significant Deterioration, Major Units needs repair/rehab 4=10-12inch Primary/Major 5 Unserviceable; needs replaced
2045 2047 2043 5 Unserviceable; needs replaced 5=>12inch Single Source
2051 2053 2049 0 N/A 1 High Priority/No Redundancy
2057 2059 2055 Coatings Calculate as equivalent pipe size (e.g. 0.5 Medium Priority/Partial Redundancy
2063 2065 2061 1 New, Excellent 0.1 Low Priority/Full Redundancy Elsewhere

Risk Multiplier

Ranking:  PoF 1st, then by overall BRE
Overall Condition Assessment Scores (1-5; 1=New) Mechanical Detailed Condition Assessment

Anticipated Project Years Other Issue CoF Metering Unit 1 Metering Unit 2
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